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{C 000} Initial Comments {C 000}

This report is of a followup survey done by Bob
Getchell on January 19, 2016.

The followup survey revealed that all deficiencies
have not been corrected, therefore a new plan of
correction is required.

{C 111} Must Have Current San. & Fire Safety Reports {C 111}

SECTION .0300 - PHYSICAL PLANT

10ANCAC 13F .0302 DESIGN AND
CONSTRUCTION(

f) The facility shall have current sanitation and
fire and building safety inspection reports which
shall be maintained in the home and available for
review.

This Rule is not met as evidenced by:

1. Based on observation, the current fire and
sanitation reports were not available at the time of
the survey.

Followup Findings on 1-19-16 include:

The following reports were not available at the
time of the followup survey:

a) Sanitation report for the building,

b) Sanitation report for the kitchen,

c) Fire Marshalls Report

{C 189} Building Equipment Maintained Safe, Operating {C 189}

SECTION .0300 - PHYSICAL PLANT
10ANCAC 13F .0311 OTHER
REQUIREMENTS

(a) The building and all fire safety, electrical,
mechanical, and plumbing equipment in an adult
care home shall be maintained in a safe and
operating condition.
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(k) This Rule shall apply to new and existing
facilities with the exception of Paragraph (e)
which shall not apply to existing facilities.

This Rule is not met as evidenced by:

1. Based on observation, the building fire
protection equipment was not maintained in a
safe manner.

Followup Findings on 1-19-16 include:
a. The heat detector in room 2 is hanging by the
wires.

4. Based on observation, the building exit
signage and emergency illumination were not
maintained in a safe manner.

Followup Findings on 1-19-16 include:

d) Evacuation plans are improperly displayed on
300 Hall and do not clearly indicate evacuation
routes due to the orientation. Orient plans to
better indicate evacuation routes.

6. Based on observation, the building plumbing
fixtures were not maintained in a safe manner.
This would effect all residents by exposing them
to a fall hazard.

Followup Findings on 1-19-16 include:
a. The Mens bathroom has a toilet coming loose
from the floor.
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